Abstract-This paper presents a new improvement in the design of a fluxgate-based current transducer in order to reduce the power consumption of control electronics. The proposed improvement involves the replacement of the output linear amplifier of the transducer by a class H amplifier. The output amplifier is devoted to the magnetic flux compensation and generates the transducer output current, which is proportional to the current to be measured. In this way, it is possible to reduce significantly the power consumption of these current transducers without affecting their performance in terms of linearity, accuracy, and bandwidth.
T HE EVER-RISE energy cost, due to the growing demand for energy and the emerging shortage of fossil resources, and the need for greenhouse gas emissions reduction, lead to increased global awareness of the importance of energy savings and energy efficiency. Addressing the energy and climate challenges requires an interdisciplinary approach involving, among others, technological solutions.
The power electronics engineers are constantly working on increasing the efficiency of power electronics and power systems through the use of new and faster switching devices, new topologies and advanced controls [1] . However, the energy efficiency is an emerging watchword on issues related to industrial electronics design [2] , [3] , where the structure of power amplifiers (PA) is one of the most promising topics, since they may be the biggest energy consumers in these systems.
The architecture of PA is usually based on a class AB output stage, which is characterized by features such as low total harmonic distortion (THD) and low energy efficiency.
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Digital Object Identifier 10.1109/JSEN.2016.2516399 compared with class AB based designs. Class G and H amplifiers are based on class AB amplifier with adjustable power supply voltages, where these values are adapted in accordance to the amplifier output voltage level [5] .
On the other hand, class D amplifiers, also called "switching amplifiers", use a different technology because they incorporate a switched mode amplifier based in pulse width modulation (PWM) technique. This operating principle saves considerable electrical power due to its inherent very high efficiency [6] .
This work evaluates the energy efficiency improvement reached in a fluxgate based current transducer when the output PA is replaced by a class D or by a class H amplifiers. In Section II, the basic operation of a current transducer based on fluxgate effect will be introduced. In Section III, the use of different output PA architectures is evaluated and the potential energy savings will be analyzed. A practical implementation of a class H amplifier for this application is described in section IV. The practical results obtained, in terms of functionality and energy savings, are presented in section V, when the features of the designed transducer are tested and different architectures of output PA are compared.
II. FLUXGATE CURRENT TRANSDUCER OPERATION
The most suitable method for measuring electrical current depends on both, the current characteristics and the considered application. In this regard, current transducers based on fluxgate effect are used for the measurement of DC and AC currents of high values with a very high accuracy. Furthermore, in references [7] [8] [9] some reviews devoted to the description of electric current sensors technologies can be found.
Although the basic operation of fluxgate current transducer is briefly described in this section, more details about this technology [10] [11] [12] and technical advances [13] [14] [15] [16] [17] [18] [19] can be found in the specialized literature, being also possible find this type of devices in catalogs of sector leading companies [20] , [21] .
The current measurement process in a fluxgate device is based on the principle of magnetic flux compensation: The flux ( P ) produced in a magnetic core by the main current to be measured (named primary current: I P ) is compensated by an opposite flux ( S ), created by a current flowing in the compensation winding, which is wired on the same core (named secondary current: I S ), so that the resulting flux is zero (Fig. 1) . The fluxgate effect and the suitable control electronics are used to detect the condition of zero resulting flux. In the case of zero flux, the secondary current (I S ) is proportional to the primary current (I P ), according to the number of turns ratio (N P and N S ) of the windings through which these two currents are flowing. Eq. (1) shows this relationship when N P = 1.
III. GENERATION OF CURRENT COMPENSATION
The zero flux condition in the magnetic circuit, in which the primary and secondary currents are involved, is obtained when the average value of the fluxgate excitation current generated by an auxiliary winding (N A ) is zero (Fig. 2) .
When the primary current is zero (I P = 0), the average value of the excitation current is zero ( I A = 0), and the waveform of this current is as shown Fig. 2 . However, when the primary current is nonzero, or a residual flux exists in the magnetic circuit, the average value of the fluxgate excitation current is also nonzero ( I A = 0), as shown Fig. 3 .
When the average value of the fluxgate excitation current is zero with nonzero primary current, means that the flux due to the primary current (I P ) is equal and opposite of the flux due to the secondary current (I S ). In this case, I S is proportional to I P according to the windings turns ratio (Eq. (1)).
The secondary current (I S ) is generated by the control system, and it is supplied by an output PA with the condition of zero average value of the excitation current as operation set point. Given the wide range of operation of these transducers (large full-scale), and the high accuracy that they can achieve (up to 0.001%), it is mandatory the use of an accurate, linear and free of interferences output PA. As a consequence, the architecture used for the implementation of these PA is usually based on a traditional class AB linear amplifier.
In this context, this work explores the use of high efficiency architectures for the implementation of this output PA, specifically the two "green" architectures introduced in the previous section. The obtained results, in terms of power consumption, are compared with the use of the class AB PA.
A. Class AB Amplifier
The method commonly used to generate the secondary current (I S ) is based on the utilization of a class AB linear amplifier (Fig. 4) . This solution perfectly meets the high performance required by fluxgate transducers, but has the disadvantage of poor features associated with its low efficiency. In this case, the power consumed by electronics (P I ), increases linearly with the value of the secondary current.
The circuit associated with the compensating winding of the transducer and the measuring resistor is a LR circuit, where R is the series association of the measuring (or burden) resistor (R B ) and the compensation winding intrinsic resistance (R S ), and L is the inductance of the compensation winding (L S ). In this way, the amplifier output power (P O ) matches the power consumed in this resistance (R).
Input and output power and the efficiency (η) of the PA are formulated in Eqs. (2) .
If the R value is selected such that R · I N = V CC , where I N is the maximum value that the current transducer can measure, and assuming an ideal class AB amplifier, that can deliver on its output up to the supply voltage V CC (rail-to-rail operation), then the PA efficiency can be expressed by Eq. (3).
As is known, and as shows Eq. (3), the class AB amplifier performance is strongly dependent on the supplied current that in this case is the secondary current (I S ).
The difference between the input and the output power (P A ) is dissipated as heat in the PA and this power can be calculated through Eq. (4). The maximum value of the PA dissipated power is reached accordingly to Eq. (5).
This low power efficiency leads to a high power dissipation and usually requires the use of heat-sinks for an effective heat management.
B. Class D Amplifier
A class D amplifier is a pulse width modulation (PWM) switched mode amplifier. The analog output voltage of class D PA is related to the average value of the PWM signal used as control input signal.
Fig . 5 shows the structure of a class D amplifier based on a half-bridge converter. It is formed by two N channel MOSFETs (M 1 and M 2 ) and one driver circuit. These components are usually integrated into a single commercial chip when a low and medium power applications (up to 300 W) are considered, as is the case of the integrated circuits TAS5624A and TAS5630B commercialized by Texas Instruments (www.ti.com).
As in the case of class AB amplifier, the output magnitude of the class D PA is the secondary current (I S ), and its average value can be calculated using Eq. (6). The great advantage of this type of amplifiers is their high efficiency, which is theoretically equal to 100 % if the losses in semiconductors M 1 and M 2 are neglected. In this regard, input and output powers of class D amplifiers have practically the same value and can be calculated through Eq. (7).
The small energy consumption of fluxgate current sensors based on class D amplifiers is highlighted in [13] and [22] .
But, given that the magnitude of interest is the PA output current (I S ), it is necessary to considerer that there is a ripple in this current due to the switching process, whose value can be estimated using Eq. (8) .
The current ripple I S , which does not exist in a class AB PA, is added to the value of the secondary current and introduces an error in the measurement of this current (I S + I S ). The maximum value of this error, which can be inadmissible in high accuracy applications, occurs when d = 0.5 and can be valued using Eq. (9) .
In a commercial fluxgate transducer the value of L S may be of some Henry, and it is determined by the current measuring range, the characteristics of the magnetic core and the number of turns of the compensation winding (N S ). Therefore, this value is generally not eligible and it is dependent on the electrical and physical characteristics of the current transducer.
The value of the switching period (T S ) or switching frequency ( f S = 1/T S ) can be set, within certain limits, to control the value of secondary current ripple ( I S ), but there are two different factors to consider:
-The switching losses in the two transistors (M 1 and M 2 ) increase with frequency. -The switching noise transmission to the secondary current (I S ) due to stray capacitance between windings also increases with frequency [23] . As a result, the use of class D amplifiers achieves a considerable energy saving with respect to a linear class AB amplifiers solution. This saving can be up to 50% at medium current values (I P = I N /2). But, due to the existence of a ripple in the secondary current, the value of the measurement accuracy is reduced by one or two orders of magnitude in relation to that obtained with the use of class AB amplifiers. In this regard, it is possible to find references to class D amplifiers with low distortion [24] and distortion-free baseband [25] , but these designs involve the use of DSP (Digital Signal Processor) due to the high computational complexity required of their control.
Therefore, in applications where high accuracy in current measurement is required, the utilization of class D amplifier as output PA of fluxgate current transducers is not applicable in practice.
C. Class H Amplifier
The adjustable power supply amplifiers are based on a class AB linear amplifier (shown in Fig. 4 ) but with a not constant power supply voltage (variable values of ±V CC ). The value of the power supply voltage is adapted in accordance to the value of the amplifier output voltage (V O ).
These amplifiers are widely used in different fields of industrial electronics (audio frequency amplifiers [26] and arc welding systems [27] ) being in the area of radio frequency (RF) communications [28] [29] [30] and mobile communications [31] , [32] where the largest number of applications are documented.
The value of the power supply voltage can be changed in two different modes: stepped mode (multi-stage) and continuous mode (envelope-tracking). But, in any case, the power supply voltage must be always higher than the output voltage of the class AB amplifier.
In the first case (multi-stage), and depending on the value of the amplifier output voltage, the amplifier power supply voltage switches between two or three different levels, but always higher than the instantaneous value of the amplifier output voltage. These amplifiers are referred as class G amplifiers.
Thus, the difference between the supply and output voltage is reduced in steps, in the same way as power losses in the amplifier, which are proportional to this voltage difference and to the secondary current (I S ).
In the second case (envelope-tracking), the power supply voltage of the amplifier follows the output voltage waveform, increased by a value ( U ), as low as possible without causing distortion in the output signal. These amplifiers are referred as class H amplifiers or envelope tracking (ET) amplifiers.
The power losses in a class H amplifier are, as in the class AB amplifier case, directly proportional to the output current (I S ) and to the difference between the power supply voltage and the amplifier output voltage. But with the advantage that the voltage difference value is considerably lower in the case of class H amplifier than in a conventional class AB amplifier.
The input power of the class H amplifier can be evaluated by Eq. (10).
And its efficiency can be calculated using Eq. (11).
In this way, the lower the value U the better the efficiency and, in the ideal case with U = 0, the efficiency is the unity. Therefore, the class H amplifier supplying the fluxgate secondary current has an accuracy similar to the class AB amplifier, but with similar energy consumption than a class D amplifier. Consequently, the use of a class H amplifier to supply the secondary current in a fluxgate current transducer is proposed in this work. In this way, the following advantages could be obtained:
-High precision, as in the conventional fluxgate current transducers based on a linear class AB amplifier. -Large decreasing of electrical power requirements for the transducer operation. This power can be reduced up to 50% when is compared with a conventional fluxgate transducer. A drawback, related to the use of a class H amplifier, is the transient response against fast changes in the primary current (I P ). This is due to the lower bandwidth of class H amplifier in relation to the conventional linear class AB amplifiers.
However, this is not an important disadvantage in this application since, in a current transducer based on the fluxgate effect, the transient feature is assumed by the conventional current transformer effect and not by the fluxgate effect [13] . 
D. Energy Shaving Comparison
The input power of the three compared PA is evaluated via Eqs. (2), (7) and (10) respectively. The parameters involved in these expressions are the amplifier supply voltage (V CC ), the resistance of the measurement circuit (R), the secondary current (I S ) and the incremental voltage ( U ) used in the class H amplifier.
The values of input power of the three compared PA versus the primary current (I P ) are shown in Fig. 6 , assuming the utilization of transducers with the same maximum current I N = 1000 A, power supply voltage ±V CC = ±15 V and input power P I (0) = 3 W in not input current conditions (I P = I S = 0). Also is assumed U = 1 V and N S = 1000.
As discussed above, and as Fig 6. shown, class D and class H amplifiers show similar features in terms of input power, while the use of class AB amplifiers lead to a higher power consumption, when the same operating conditions of the current transducers are considered.
IV. IMPLEMENTATION OF CLASS H AMPLIFIER

A. Structure of Power Supply
The power supply voltage of a class H amplifier is related to its own output voltage, and it is determined using the value of the incremental voltage U . The positive (+V AB ) and negative (−V AB ) values of the power supply voltage are can be calculated accordingly to Eq. (12) .
Naturally, the power supply system that provides the power supply voltages to the class AB amplifier should be high performance system, as is the case of switched power sources. The utilized switched source must provide positive and negative voltages and currents, so it must be able to work in all four quadrants V /I . The usual power converter structure that can meet these demands is a full-bridge converter. But, other options based on multiple levels buck converter are documented [33] , [34] .
In this development, two half-bridge converters are used, because it is necessary that the output signal is referred to a common point with the electronics devoted to power control. The structure of the converter used is shown in Fig. 7 , where one half-bridge generates the positive voltage (+V AB ) and the second converter generates the negative voltage (−V AB ).
B. Control of Power Supply
The control system of the class AB amplifier power supply must control the drivers of the two half-bridge converters.
The voltage reference used as set-point of these two half bridges converters is equal to the output voltage of the class AB amplifier (V O ) plus the constant value of the used incremental voltage ( U ), as shown Eq. (12) .
A closed loop control is applied to only one of these two converters (the half-bridge devoted to the positive supply voltage generation). The duty cycle of this converter (d + ) is obtained by using as reference voltage (V * + ) the positive value of Eq. (12), as shown Eq. (13) .
The duty cycle of the second half-bridge converter (d − ) will be the complementary, as stated in Eq. (14) .
As a consequence, the output voltage of both converters has the same value but opposite in polarity. Fig. 8 shows a simplified block diagram of the principle applied to the control of the converter devoted to the positive supply voltage generation.
C. Behavior of Class H Amplifier
The design of the proposed PA (shown in Figs. 7 and 8) was simulated under different conditions in order to verify its proper operation before using this amplifier as output stage of a fluxgate current sensor. Once verified by simulations the functionality of the designed PA, a laboratory prototype was built and tested. Fig. 9 shows the waveforms measured for the output voltage and power supply voltages of the class H amplifier when 5 V and 200 Hz sinusoidal voltage is applied as amplifier input voltage. The voltage tracking difference ( U ) is set to 1V, 1 resistor is used as R B and ±V CC are set to ±15 V. Fig. 10 presents the final industrial prototype of the designed transducer, where the main components of the system can be identified: measuring transformer, printed circuit board (PCB), and box to contain all transducer elements.
V. EXPERIMENTAL RESULTS
In order to evaluate the performance of this device, some laboratory tests were conducted. This section presents the results obtained in these experimental tests. The first test evaluates the linearity and measurement errors in full-scale DC current. The second one evaluates the device response for high-level current transients. Finally, the power consumption was compared with the consumption of fluxgate transducers based on class AB and class D PA as output stage, in order to validate the energy saving achieved.
As is well known, the frequency response (or bandwidth) of fluxgate current transducers is based on the combination of two (or even three) different techniques [16] : the fluxgate principle to operate from DC to low frequencies (few Hz), and the current transformer principle to operate up to few hundred of kHz. As a consequence, the upper cutoff frequency of the transducer is related to the materials and construction parameters of to the used magnetic components (as are the leakage inductance and the stray capacitance of the measuring transformer [35] ).The upper cutoff frequency also depends on the value of output resistor R B but it has no dependence with the electronics devoted to the fluxgate operation.
Because the fluxgate transducer presented in this paper uses the same magnetic components presented in [13] , it can be assumed that it also has the same bandwidth (about 170 kHz).
A. DC Current Measurement
For this test, the primary current (I P ) was generated by a QPX1200 PowerFlex DC power supply and it was adjusted by a programmable DC active load. I P was measured by a no inductive shunt (80 A/150 mV), and this value was used as a reference. Furthermore, this current was coupled to the fluxgate transducer through 14 turns. Finally, the output resistor value utilized for this test was R B = 1 . Fig. 11 shows the input-to-output current characteristic measured on the device under test, and Eq. (15) shows the expression of the linear regression of this characteristic.
I Measured = 1.0008 · I P + 0.0031 (15) This result indicates good system linearity (1.0008) and low offset error (around 3 mA). Fig. 12 shows the relative error in the measurement referred to the device full-scale. Accordingly with the obtained data, the relative error is lower than ±0.2 % in the ±700 A range. 
B. Transient Current Measurement
For these experimental tests, a Danfysik Ultrastab 867-700i fluxgate transducer has been used as reference instrument for current measurements. This transducer uses a class AB power amplifier as output stage.
The experimental setup used for tests is completed by a DC power supply as generator of the DC primary current (I P ) and a 6060B Hewlett Packard DC electronic load. The same I P current flows through the two fluxgate transducers and their output voltages are measured and recorded by a DPO3014 Tektronix digital oscilloscope.
In the class H device N S = 1000 and it uses R B = 1 . This implies that the transducer output voltage is:
In the class AB device N S = 1750 and it uses R B = 2.5 (as is suggested by manufacturer). This implies that the output voltage of this transducer is:
Finally, both devices use the same power supply voltages (±15 V).
In the first test, a slow slope current ramps (±12 A/ms), with initial and final values of I P equal to 0 and ±600 A respectively, are generated. The obtained results for ramps with positive and negative slopes are shown in Fig. 13 . Red and magenta traces are the evolution of ±V AB , green trace is the output voltage of the class AB transducer (V O_AB ) and blue trace is the output voltage of the device based in class H PA (V O_H ). In the second test, a pulsating current for testing the dynamic response of the class H device is generated. The frequency of the current pulse train is 100 Hz with a 50 % duty cycle, the slope of the current pulses is ±1200 A/ms and the initial and final values of I P are 0 and ±600 A respectively.
The obtained results for ramps with positive and negative slopes are shown in Fig. 14. Red and magenta traces are the evolution of ±V AB , green trace is V O_ AB and blue trace is V O_H .
Finally, a triangular I P with 150 A of amplitude, 250 A of DC offset and 1 kHz of frequency was generated. Fig. 15 shows the transducers response and the evolution of the power supply in the class H device (same colors are used for traces).
These results show the concordance between measurements made using the designed transducer and the linear transducer used as a reference instrument (in agreement with Eqs. (16) and (17)). These results also demonstrate the proper operation of the class H PA used in the designed fluxgate transducer. 
C. Power Consumption
For these experimental tests, a PREMO fluxgate DCT700A with I N = 1000 A as maximum current (700 A rated current) has been used. This transducer includes a class D amplifier for the generation of the secondary current in the measurement circuit.
Using the same magnetic components, but in substitution of class D amplifier, a new control electronics with a class H amplifier has been incorporated.
In order to appreciate the differences with a linear class AB amplifier transducer, the same class H amplifier was tested without the implementation of the output voltage tracking function, behaving as a simple linear class AB amplifier. This strategy enables testing three different transducers. They uses the same magnetic circuit and the same electronics for implementing the fluxgate measure principle, but using three variants for the output amplifier implementation: class AB, D and H amplifiers. The following figure shows the experimental results obtained in terms of the transducer energy consumption.
Various measurements of the current transducers energy consumption have been made on the power supply circuit when ±V CC = ±15 V. Measurements include the selfconsumption of the control electronics and the obtained results are depicted in Fig. 16 . As it shown, the energy consumption characteristic of the class AB amplifier is proportional to the measured current (I S ), with a non-zero power consumption when no current is measured due to the self-consumption of the control electronics.
In the case of class D amplifier, as is expected, the evolution of the energy consumption characteristic is proportional to the resistance of the compensation circuit (R) and to the square of the RMS value of the secondary current (I 2 S ). In conditions of zero primary current, non-zero energy consumption exists due to the self-consumption of the control electronics and, in this case, it is slightly higher than in the case of class AB amplifier.
In relation to energy consumption, the class H amplifier behaves like a class D amplifier, having a similar power consumption characteristic.
The energy saving of class D and class H amplifiers, in relation to the class AB amplifier, almost reaches the value of 40% for some values of measured current (I S ) and when the class H amplifiers is used. Differences in energy consumption, when they are compared with the expected values, and the asymmetry observed between positive and negative currents of class H and D amplifiers (shown in Fig. 16 ) can be attributed to the peculiarities of the control implementation (only the positive supply voltage is regulated) and to the switching and magnetic losses, since these effects have been neglected in the analytical description of current transducers operation.
VI. CONCLUSIONS
This work presents a new approach in order to reach a significant improvement, in terms of energy consumption, in current transducers based on the fluxgate effect.
Since most of the energy consumption is produced in the output power amplifier that supplies the flux compensation winding, interest has focused on this output stage which is present in all fluxgate transducers.
Traditionally, the linear class AB amplifier has been considered as the optimal solution for its accuracy, linearity, lownoise and low-distortion in current measurement. As alternative, and in order to optimize the power consumption of the control electronics, the use of class D and class H amplifiers have been analyzed.
Theoretical considerations and experimental results have shown that both types of amplifiers significantly improve the energy consumption by almost 40% in some ranges of the current transducer operation.
However, the class D amplifier has the disadvantage that it adds a current ripple to the output current signal, which can be an inconvenience in cases of high precision applications.
The use of class H amplifiers as output stage of compensation and current measurement circuit, is the most advantageous option but with a slightly more complex design.
Experimental results also have shown the good performances of the designed transduces when it is compared with a transducer based on a class AB amplifier as output stage.
In summary, the use of class H amplifier has the advantages of the low power consumption associated with a class D amplifier, while maintaining all other benefits in terms of linearity, accuracy, bandwidth, low-noise, etc. which are typical of a linear class AB amplifier.
